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Analysis of the efficiency of the unit based on

circulating fluidized bed boiler integrated with

three-end high-temperature membrane

for air separation

In this paper boiler with circulating fluidized bed was analyzed. For the combustion of lignite

in the boiler oxygen produced in the three-end high-temperature membrane was used. Paper

shows a method of determining the surface of the membranes and energy consumption of the

air separation process. Boiler thermal efficiency, energy consumption of the process and air

separation membrane module surface was determined as a function of oxygen recovery in the

membrane. Nitrogen from the air separation unit was proposed to be used for drying lignite.

For this variant characteristics of the system were determined. It was found that the thermal

efficiency of the boiler in case where nitrogen was used for lignite drying increased from 76% to

87% with increasing value of oxygen recovery ratio from 0.45 to 0.9 and is higher, respectively,

from 12% to 6% in comparison to the system without drying. In the proposed air separation

unit required membrane surface is in the range 76500–95000 m2.

Nomenclature

A – membrane surface, m2

c – specific heat capacity, J/(kg K)
I – physical enthalpy, W
jO2 – individual oxygen flow, l/(h m2)
L – membrane length, m
pO2 – oxygen pressure, Pa
Q – heat flux, W
r – enthalpy of vaporization, J/kg
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R – oxygen recovery ratio
T – temperature, K
w – moisture content in lignite
W – lower heating value, J/kg
XO2 – oxygen content
β – pressure ratio
ηtk – boiler thermal efficiency

Subscripts

a – air
c – lignite
C – air compressor
el – electric
F – feed
g – gross
n – nitrogen
P – permeate
R – retentate
s – steam
TG – gas turbine expander
vap – evaporation
V P – vacuum pump

1 Introduction

This paper presents a thermodynamic analysis of the system in which the oxygen
is produced in the air separation unit based on a three-end high-temperature
membrane. The system is composed of: supercritical circulating fluidized bed
(CFB) boiler working in oxy-combustion technology, steam cycle, air separation
unit (ASU) installation based on a three-end high-temperature membrane and
the installation of fuel drying. The boiler is fed with lignite, a steam cycle is
supplied by a live steam of parameters 600 oC/29 MPa and a reheated steam with
parameters of 620 oC/5 MPa. Gross output of the steam generator with assumed
constant steam parameters are equal to 600 MW [1,2]. The main objective of the
study was to analyze the influence of drying fuel on CFB boiler thermal efficiency,
as well as to investigate the permeability of the membrane module and the surface
of the membrane with assumed physical parameters.
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2 Method of membrane air separation

In three-end type high-temperature membranes stream of gas permeating through
the membrane surface does not connect directly to another stream. Membrane
is supplied with air stream but through the membrane surface permeates only
oxygen. Driving force of the oxygen permeation through the membrane process is
the difference of the partial pressure of oxygen in the feed and permeate streams.
The pressure difference is generated by the air compressor located on the feed
stream and a vacuum pump located on the permeate stream [3,4,5]. Scheme of
the three-end type high temperature membrane is shown in Fig. 1.

Figure 1. Three-end type high temperature membrane.

In a simple form the dependence on the amount of oxygen which has pene-
trated through the membrane can be represented as follows:

jO2 = C1 ln(
(pO2)F
(pO2)P

) . (1)

Let us define the oxygen recovery ratio in the membrane (how much of the oxygen
supplied to the membrane penetrates through the surface) by

R =
(ṅO2)P
(ṅO2)F

. (2)

Then, the oxygen content in the retentate due to the balance of oxygen is

(XO2)R =
(XO2)F (1 − R)

1 − R(XO2)F
. (3)
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If we assume a linear distribution of oxygen partial pressure along the length of
the membrane on the feed side (Fig. 1) and defining a pressure ratio of the air
compressor and vacuum pump as

βC =
pF

pO
, βV P =

pO

pP
, (4)

so from Eq. (1) we get

jO2 = C1 ln βCβV P (XO2)F

{

1 −

x

L

R · [1 − (XO2)F ]

1 − R · (XO2)F

}

. (5)

The condition for the flow of oxygen through the membrane surface is that the
expression under the logarithm in Eq. (5) was higher than 1. Hence, we can
find limit of the oxygen recovery ratio for the assumed pressure ratios in air
compressor and vacuum pump:

Rlim =
βCβV P (XO2)F − 1

(βCβV P − 1)(XO2)F
. (6)

The total stream of oxygen permeating through the membrane is

(ṅO2)P =

∫

jO2dA . (7)

If we assume that the membrane is in the shape of a cylinder of length L and
area A then

(ṅO2)P =
A

L

∫

jO2dX . (8)

From (8) using Eq. (5) and after integration we obtain the formula for the surface
of the membrane

A =
mO2C1

ln βC + ln βV P + ln
(XO2

)F

e + 1−R
R(1−(XO2

)F ) ln
1−R(XO2

)F

1−R

(9)

It was assumed that for the calculations ceramic membrane with parameters
which are presented in Tab. 1 will be used. Calculations were performed for three
different values of oxygen recovery ratio in the membrane: 50%, 70% and 88.55%.
The stream of oxygen supplied to the combustion chamber for different oxygen
recovery ratio is equal to: 139.4 kg/s, 131.7 kg/s and 128.1 kg/s, respectively.
Other important assumptions for the calculations are shown in Tab. 2 [4].
For the membrane calculations aiming to determine the individual stream

of oxygen permeating through the membrane surface at various points along its



Analysis of the efficiency of the unit based on circulating. . . 63

Table 1. Main parameters of chosen membrane.

Parametr Membrane A

Membrane thickness µ 47.3
Ionic conductivity S/m 92

Table 2. Main Assumption for the calculations.

Calculation assumptions Membrane A

Pressure ratio in air compressor – 13.8
Pressure ratio in vacuum pum – 2.45
Oxygen content in feed strea % 21
Oxygen content in permeat stream % 10
Membrane operating temperature K 1123.1
Feed pressur kPa 1400
Premeate pressur kPa 42.5

Figure 2. Individual stream of oxygen as a function of relative length of the membrane.

whole length were made. The results of this analysis are presented in Fig. 2. As it
can be seen together with movement of the feed stream along the membrane, the
stream of oxygen permeating through its surface decreases due to the decrease
of oxygen partial pressure difference on both sides of the membrane. It was ob-
served that with higher oxygen recovery ratio in the membrane unit significantly
decreases the oxygen stream permeating through the membrane.
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The second stage of the calculations was to determine the area of the mem-
brane module. A characteristic of changes in the surface of the membrane module
as a function of the oxygen recovery ratio in the membrane is shown in Fig. 3.
As with the increase of the surface also increase the investment cost we should be

Figure 3. Membrane module surface as a function of oxygen recovery ratio in the membrane.

pursued for use in the construction of a membrane module materials that allows
for maximum reduction of its surface. As it can be seen, with increasing oxy-
gen recovery ratio in the membrane (and hence also decrease in oxygen stream
permeating through the membrane surface) also increases the surface membrane
module.

3 Circulating fluidized bed boiler integrated with

membrane-based air separation unit

A model of a supercritical boiler with circulating fluidized bed working in oxy-
combustion technology was built using commercially available computer program
GateCycle and in-house codes [1,2,6,7]. In Fig. 4 a scheme of plant with CFB
oxy-type boiler, air separation unit (ASU) and steam cycle is shown in a simpli-
fied way. At the stage of adopting assumption for its construction it was decided
to use the fluidized bed boiler block, provided by the GateCycle software which
consists of furnace chamber (AC), evaporator (EVAP) and last sections of the
live steam superheater (SH II) and reheated steam superheater (RH II). In the
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direction of flue gas flow this block ends with particle separator (cyclone). Be-
hind the cyclone gas/gas type heat exchanger (PPO), in which air from ASU
installation is heated to the temperature of 850 oC, was placed. Subsequently
following exchangers were placed: live steam superheater (SH I), reheated steam
superheater (RH I), economizer (ECO), recirculated exhaust gas heater (PRS)
and nitrogen heater (NH). The last devices in the direction of flue gas flow are:
electrostatic precipitator (EF), flue gas fan (W1) and the flue gas dryer (FGD).
In next stage of work exhaust stream will be further directed to CCS installation
[8,9,10].

It was assumed that the gross power of the steam cycle generator is fixed at
600 MW. Simultaneously, it was assumed that the steam parameters (both live
and reheated), as well as feedwater stream are maintained constant. For these
assumptions feedwater stream and reheated steam stream were calculated. Main
assumptions for the CFB boiler are show in Tab. 3 [1,2,7]. The boiler is supplied

Table 3. Main assumptions for CFB boiler.

Lignite lower heating value kJ/kg 9960
Feedwater flow kg/s 43102
Feedwater temperature oC 297
Feedwater temperature at the outlet of ECO II oC 340
Steam temperature at the outlet of the evaporator oC 480
Live steam temperature at the outlet of the boiler oC 6049
Live steam pressure at the outlet of the boiler MPa 301
Reheated steam flow at the outlet of the boiler kg/s 36482
Reheated steam temperature at the outlet of the boiler oC 6224
Reheated steam pressure at the outlet of the boiler MPa 512
Temperature difference at the cold side of ECO I K 55
Oxidant excess ratio 12
Oxygen content in oxidizer fed to the boiler % 30
Temperature difference at the hot end of recirculated flue gas heater PRS K 30
Ambient pressure kPa 10132
Ambient temperature oC 15

with lignite composed of: carbon – 28.60%, sulfur – 0.95%, nitrogen – 0.25%,
hydrogen – 2.20%, oxygen – 8.00%, ash – 17.50%, moisture – 42.5%.

In the present model a three-end type high temperature membrane was treated
as a black box, where at a given composition of the permeate (in this case 100%
composed of oxygen) the recovery ratio of oxygen was a decision variable [4].
Recovery ratio of oxygen during the calculation was changed from the value of
45% to 90%. Heat losses were not included, so each of the streams within the
membrane has a temperature of 850 oC. The pressure losses within the same
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Figure 4. Scheme of CFB boiler integrated with air separation unit based on three-end type
high temperature membrane

membrane were not assumed as well. Chosen assumptions for the calculations of
an air separation unit are shown in Tab. 4.

Lignite dryer model was built as a simple heat exchanger in which the fuel
stream is dried by the drying medium (a mixture of nitrogen and the oxygen
derived from ASU). Drying medium is pre-heated in a heat exchanger placed in
the path of exhaust gas within the convective pass of the CFB boiler. Chosen
assumptions for a lignite dryer are shown in Tab. 5.
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Table 4. Main assumptions for ASU installation.

Air pressure at the outlet of compressor kPa 1400
Feed temperature oC 850
Permeate pressure kPa 425
Oxygen content in the permeate % 100
Permeate temperature oC 850
Retentate temperature oC 850
Oxygen temperature at the inlet to the vacuum pump oC 20
Air compressor isentropic efficiency 0.88
Expanders isentropic efficiency 0.90
Vacuum pump isentropic efficiency 0.88
Temperature difference at the hot end of oxygen heater PU K 40

Table 5. Main assumptions for lignite dryer.

Lignite temperature at the inlet to the dryer oC 15
Drying medium temperature at the outlet of the dryer oC 130
Minimum temperature difference between lignite and drying medium K 20
Temperature difference at the hot end of drying medium heater PA K 30
Drying medium pressure at the outlet of the drying medium fan kPa 108

The amount of heat that can be used to evaporate the moisture was deter-
mined from the formula

Q̇vap = Q̇7n − Q̇8n + İ1c − İ2c . (10)

The mass flow of moisture evaporated in the drying process from the fuel is
determined by the formula

ṁH2Ovap =
Q̇vap

(r + cs · ∆T )
(11)

After evaporation of the moisture contained in the fuel the new lower heating
value of the fuel must be determined:

W2c = W1c

(

1 − w2c

1 − w1c

)

+

(

w1c − w2c

1 − w1c

)

r . (12)

Once a new fuel calorific value is calculated boiler thermal efficiency could be
determined from the formula:

ηtk =
ṁ5s (h5s − h1s) + ṁ8s (h8sl − h6s)

ṁ1cW1c
. (13)



68 J. Kotowicz and A. Balicki

Evaluation of the effectiveness of the ASU installation are the auxiliaries of the
installation defined as

δASU =
Nel,S1 + Nel,V P − Nel,TG1 − Nel,TG2

Nel.g
. (14)

Figure 5. Boiler thermal efficiency as a function of oxygen recovery ratio in the membrane.

For the variant with fuel drying (Fig. 5), despite a higher the lower heating
value (LHV) of fuel for low volumes of recovery of oxygen recovery ratios in the
membrane, the boiler thermal efficiency increases with the oxygen recovery ratio
up to the value of 86.8%. For the oxygen recovery ratio equal to 0.9 in case
with lignite drying an increase in thermal efficiency of the boiler by six percent-
age points in comparison to the variant without drying was observed while for
the oxygen recovery ratio at 0.45 increase in the thermal efficiency was equal
to 12 p.p.
Although the gross power of the steam generator in the steam cycle is main-

tained at a constant level this case does not take into account the amount of power
that can be generated in the generator of ASU installation. In the whole range of
oxygen recovery ratio ASU installation auxiliaries are less than zero, which means
that this installation will provide additional electricity to the system (Fig. 6).
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Figure 6. ASU installation auxiliaries as a function of oxygen recovery ratio in the membrane.

4 Summary

The increase in oxygen recovery ratio in the membrane results in an increase of
thermal efficiency of the boiler. In case with fuel drying in a range of oxygen
recovery ratio from 0.45 to 0.9 an increment in boiler thermal efficiency is higher
than 11 p.p. The increase in thermal efficiency of the boiler in comparison to the
case without dryer ranges from 12 p.p. for the recovery of oxygen equal to 0.45 to
6 p.p. for the recovery of oxygen equal to 0.9. Basing on the outcome results it
can be concluded that the fuel drying in oxy type systems fed by lignite leads
to a significant increase in the boiler thermal efficiency. Simultaneously, ASU
installation auxiliaries are increasing from -52% to -4%, which means less amount
of electric power generated in this installation. Surface of the membrane module
from 76500 to 95000 m2 also increases, which results in significant increment in
investments costs of the ASU installation. In the future, the model must be
completed with the CCS due to the significant impact on the efficiency of the
system [11–14].
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Analiza efektywności układu kotła cyrkulacyjnego typu oxy

z membraną wysokotemperaturową typu three-end do separacji powietrza

S t r e s z c z e n i e

W artykule analizie poddano kocioł z cyrkulacyjnym złożem fluidalnym. Do spalania węgla
brunatnego w kotle użyto tlenu wytworzonego w wysokotemperaturowej membranie typu three-
end. Pokazano sposób określenia powierzchni membran oraz energochłonności procesu membra-
nowej separacji powietrza. Sprawność termiczną kotła, energochłonność membranowej separacji
powietrza i powierzchnię modułu membranowego wyznaczono w funkcji odzysku tlenu w mem-
branie. Zaproponowano wykorzystanie azotu z instalacji separacji powietrza do suszenia węgla.
Dla takiego wariantu również wwyznaczono charakterystyki układu. Stwierdzono, że przy wyko-
rzystaniu azotu do suszenia sprawności termicznej kotła rośnie z 76% do 87%, przy wzroście
stopnia odzysku tlenu od 0,45 do 0,9, i jest wyższa odpowiednio od 12% do 6% w porównaniu
do układu bez suszenia. W zaproponowanym układzie separacji powietrza powierzchnia modułu
membranowego zawiera się w przedziale 76,5–95,0 tys. m2.




