www.czasopisma.pan.pl P N www.journals.pan.pl
S

Chemical andProcess Engineering 2020, 41 (2), 81-93 Fgl\g
DOI: 10.24425/cpe.2019.130225
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The paper presents analytical relationships based on the theory of Green’s functions. The relationships
refer to instantaneous and continuous as well as point and ring heat sources which are discussed. The
relationship relating to continuous ring source is the basis for modelling and designing of spiral ground
heat exchangers. Heat transfer in the infinite and semi-infinite body was considered. In the latter case,
the image method was discussed. Using the results of measurements regarding heat transfer in the
ground with a heat exchanger in the form of a single coil installed, a comparison of calculated ground
temperatures with measured values was presented.
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1. INTRODUCTION

Ground source heat pumps are one of the most frequently used devices for heating and cooling buildings,
using renewable energy sources. Ground heat exchangers (GHXs) are situated in vertical or horizontal
systems. Horizontal systems are characterised by lower investment costs, but they occupy larger land space
than systems with vertical probes. With limited ground surface area, it is expedient to use such constructions
of horizontal heat exchangers, which are characterised by high packing density of pipes.

In horizontal exchangers, pipes can be installed in a linear, meandering or spiral manner. Slinky heat
exchangers are common among the latter (Fig. 1a). The main advantage of these exchangers is that they
require less land space than conventional straight horizontal ground heat exchangers. Exchangers of this
type are usually placed at a depth of 0.9 m to 1.8 m. Among many kinds of horizontal GHXs, slinky type
GHX shows higher thermal efficiency (Yoon et al., 2015).

The first information about slinky-coil ground heat exchangers was presented by Bose and Smith (1992).
Studies of ground exchangers with slinky coils concentrate on modelling using numerical applications,
analytical solutions and experimental research. Recently, analytical solutions are often used in the studies
of slinky-coil exchangers: Cui et al. (2011), Jeon et al. (2018) and Kim et al. (2018), Li et al. (2012), Wang
et al. (2016), Xiong et al. (2015), Zhang et al. (2015). Analytical solutions of spiral exchanger models are
based on the Green’s function theory and the method of images (Carslaw and Jaeger, 1959).

The model formulated by Xiong et al. (2015) relies on analytical ring source solutions to compute
temperature response functions for slinky-coil heat exchangers. The thermal effect of the ground surface
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temperature variation on the GHXSs is considered by superimposing the undisturbed ground temperature,
which is calculated using the numerical approach. Li et al. (2012) proposed a moving ring source model
considering the influence of subsoil water flow to study the temperature response of the horizontal slinky-
coil GHX and multiple performance.

Sangi and Muller (2018) developed a Modelica-model for the slinky-coil horizontal GHX. The heat transfer
model between the working fluid and pipe wall was developed by the Modelica Standard Library (MSL).
Kim et al. (2018) established a 3D numerical model of horizontal GHX with CFD software. Go et al. (2016)
established a three-dimensional model of a horizontal spiral-coil loop to investigate thermal behaviour.
A numerical analysis was performed with the commercial program COMSOL Multiphysics, which is
a computer code based on the finite element method (FEM), coupled with computational fluid dynamics
(CFD) analysis.

The purpose of this work was to present the basics of modelling ground spiral exchangers. Analytical
dependencies and their graphic interpretations are presented. Using the results of measurements presented
in the literature, calculated ground temperatures were compared with measured values. The presented
considerations and research results relate to one ring of an exchanger.

2. ASSUMPTIONS USED IN MATHEMATICAL MODELS

A pipe system used in slinky heat exchangers is shown in Fig. 1a. In matters related to modelling heat
transfer in such a system, several simplifying assumptions should be made. The most important of them
are presented below.

a)

b)

Fig. 1. Slinky-coil ground heat exchanger: a) real system b) model system

a) Inthe ring source model, the configuration of slinky exchanger pipes is simplified to a ring arrangement,
as shown in Fig. 1b.

b) It is assumed that the rate of heat transfer for each ring is the same and the heat flux over the entire
circumference of the ring is uniform.

¢) The ground is treated as a homogeneous semi-infinite body; the ground’s thermal properties do not
change with both location and time.

d) Changes in the ground temperature with the exchanger installed result from the superposition of two
independent elementary processes:

* heat transfer caused by heat sources at a constant ground surface temperature,

* heat transfer caused by the ground surface temperature changing over time.
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The equation of heat conduction in a three-dimensional space, with the presence of internal heat sources,
has the form:

2 2 2
a9 (9*9 9% aﬂ+@_ 0

o ¢ W+8y2+0_22

where ¢, is the rate of heat generation.

Cv

According to assumption d), the temperature at any point of the ground is the sum of the temperature 7y
resulting from changes in the surface temperature of the ground and the temperature excess (temperature
responses) ¢ resulting from the operation of heat sources:

T =T+ 2)

In the general case, the temperature 7y is variable over time, which results from changing environmental
conditions.

3. SINGLE RING IN AN INFINITE MEDIUM

It is assumed that the ground is characterised by thermal diffusivity a and volumetric heat capacity c,. In
the initial state, the ground temperature excess is zero.

Considering the organization of time, the heat source may be instantaneous or continuous. In addition, heat
sources have different geometric shapes. The individual combinations of instantaneous and continuous
sources as well as point and ring sources are considered below. The simplest form of a ring-shaped
exchanger is a single ring placed deep in the ground (infinite medium).

3.1. Instantaneous point source

The basic relationship concerns the distribution of heat in an infinite medium from an instantaneous point
source. If at time ¢ = 0 heat is released at a certain point in space in the amount of Q, then at point P distant
by d from the source, the temperature excess after time ¢ is (Carslaw and Jaeger, 1959):

Q d?
-

- 8¢, (rat

Temporal courses of the ground temperature excess, in the form of lines, for instantaneous source at a point
distant from the source by d = 0.2 m, are presented in Fig. 2. Various values of heat Q released at t = 0
were adopted: 0.8 MJ, 2.0 MJ and 4.0 MJ. Calculations were carried out for @ = 0.60 x 10~® m?/s and
¢y = 2.0x10°% J/(m3K). Initially, the value of ¥ increased suddenly, reached a maximum, and then decreased
with time reaching zero. The maximum value of the temperature excess is proportional to the amount of
heat released.

3.2. Continuous point source

If the source generates heat continuously, the temperature excess is the sum of the excesses in individual
time intervals. For a constant power Q of a point source, the excess temperature at a point distant from the
source by d after time ¢ can be calculated by integrating Eq. (3) with respect to time (Appendix A). The
dependence on the temperature excess has the form:

9= —— -erfc

d
it (5 @
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In Fig. 2 temporal courses of the ground temperature excess, in the form of symbols, for continuous source
at a point distant from the source by d = 0.2 m, are depicted. Different values of thermal power of the
continuous source Q were adopted: 4 W, 10 W and 20 W (a = 0.60x 10 m?%/sand ¢,, = 2.0x10° J/(m>K)).
For a continuous source, a permanent increase in temperature excess was observed, with the ¢ value being
proportional to the thermal power of the source.

20
----- instantaneous source; Q = 0.8 MJ
18 — - == == instantaneous source; Q =2.0 MJ
16 — instantaneous source; Q =4.0 MJ
14 — * continuous source; Q=4 W
—_— 12 — continuous source; Q=10W
X )
— 10 — continuous source; Q=20 W
Hh
8
6
4
2
0 —"—F————T 77

0 100 120 140

Fig. 2. Courses of the temperature excesses for point sources: instantaneous and continuous

3.3. Instantaneous ring source

Point sources located on a circle with radius R form a ring source. In Fig. 3 a ring-shaped source and any
P point in space in two projections, were depicted. Point B is a projection of point P on the plane on which
the source lies (y — x). The distance from point P to the heat source A is denoted as d. The position of
point A on the circle is determined by the rotation angle o-. The relationship between distance d and angle
o should be determined. The geometry of the system, shown in Fig. 3a, indicates that:

AB° =AC +CB = (Rsinc)? + (r - Rcos o)’ 5)
while, in Fig. 3b a following relationship is demonstrated:
d* = AB" +” ©6)

Therefore, the dependency sought has the form:

d= \/(R sino)? + (r —Rcosa)2+ 22 =Vr2+ R2+ 72 - 2rRcos o (7)

The relationship for the instantaneous point source (3) should be integrated with respect to the angle o in
the range from O to &r. The relationship is as follows (Carslaw and Jaeger, 1959):

r2+ R2+ 77 rR
- . _ )] - 8
8¢, (mat)*? exp ( dat ) 0 (2ozt) ®)

where I is the modified Bessel function of the first kind of order zero. Derivation of Equation (8) is
presented in Appendix B.
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Fig. 3. Ring heat source

In Fig. 4 graphical interpretation of Eq. (8) in the form of temperature profiles at various process times is
shown. The graph applies to the following process parameter values: z” = 0.2 m, R = 0.5 m, @ = 0.60x107%
m?/s, ¢, = 2.0 x 10° J/(m*K) and Q = 2 MJ. For short process duration, temperature excesses reach the
highest values for x = £R i.e. for the coordinate value corresponding to the location of the heat source.
Values of ¢ for short times increase with the passage of time. However, for longer times, the temperature
profiles flatten, and the values of temperature excesses decrease over time, reaching zero.

1.2
| —A— 1h
—&— 2h
1 —@— 5h
—4—— 30h
0.8 —— 100h
X
— (0.6 —
op)

/ LN Jf‘\

- 05 0 05 1
r[m]

Fig. 4. Temperature profiles around ring-shaped instantaneous heat source
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3.4. Continuous ring source

When designing or modelling slinky-coil ground heat exchangers, the most important is the case of
a continuous ring source. The relationship to determine temperature excesses in this case can be derived
from Egs. (4) or (8).

Eq. (4) applies to a continuous point source. By integrating this relationship to the angle o~ (Fig. 3) in the

range from O to 2r a relationship for a continuous ring source is obtained (Li et al., 2012):

= —erfc
82k d
0

. 2
1 d
Q ( ) do ©)]
2Vat
The integral value should be determined numerically. From Eq. (9) the temperature in the heat source itself
cannot be calculated (for d = 0 applies 3 — o).

The relationship for a continuous ring source can also be derived from Eq. (8) by integration over time in
the range from O to 7. Therefore, Eq. (10) is obtained (Xiong et al., 2015):

t
1 ) 2+ R?+ 77 rR
el i e T R w
0
In Fig. 5 dependences of temperature excesses on the location in the vicinity of a ring-shaped continuous
heat source are presented. The following process parameter values were adopted: R = 0.5 m, @ = 0.60 X
107 m?%/s, ¢, = 2.0 x 10° J/(m3K), O = 400 W and ¢ = 100 h. For calculations Egs. (9) or (10) were used.
Due to the symmetry of the system, only the part of the graph regarding positive r values is presented. The
compatibility of the ¢ values obtained according to both relationships is very good. Discrepancies occur
only close to r = +R and z’ = 0, i.e. in places where the heat sources are located. It results from the fact
that according to Eq. (9) for these variable position values the function is discontinuous and reaches values

¥ — 0.

70 T
Eq.(9) Eq.(10)
60 — z’=0m (] z’=0m
z'=+0.02m X z' =+0.02m
50 {— 2z’ =+0.05m A z' =+0.05m
z'=+#0.10m * z'=+0.10m
g 40 /| ——— 2" =050 m ¢ z' =050 m
D 30
20 —
10 — FOUR
0 T

r [m]

Fig. 5. Temperature profiles for a continuous ring source determined according to Egs. (9) and (10)

In Fig. 6 a schematic diagram of relationships between dependencies regarding individual heat sources
is depicted. The basis of all presented relationships is Eq. (3) regarding the instantaneous point source.
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The final Egs. (9) or (10) for a continuous ring source are obtained by integrating Eq. (3) twice: with respect
to time and with respect to the angle determining the position on the circumference of the ring. Depending
on the order in which integration is performed, after the first integration Eq. (4) or (8) is obtained.

point source ring source

integration with
rotation angle

Eq.(3) welp Eq.(8)

instantaneous
source

C C
R 25
€3 3
(2]
>
S 8
E5 Eq.(4) qEq.(Q, 10)
S o
38 integration with

rotation angle

Fig. 6. Relationship between individual dependencies

4. SINGLE RING IN A SEMI-INFINITE MEDIUM

If the distance between the heat source and the ground surface % is small, the ground should be treated as
a semi-infinite body. In this case, in the model describing heat transfer, the method of images is used, in
which the surface effect is considered via a virtual heat source placed symmetrically with respect to the
real source, as shown in Fig. 7. Therefore, the temperature at any point P is influenced by both sources:
real and virtual. For a semi-infinite body, it is convenient to use a z coordinate (z = h — z’) determining
the distance from the ground surface (Fig. 7).

A virtual ring A
=-h Q- ———— T —-—————= J [y
3
_ ground surface <
VP
Ry
| realring <
z=h Q O
zZVY

Fig. 7. Image method
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If the temperature of the ground surface can be considered unchanged over time, the virtual source is
negative (heat sink) and the relationship describing the temperature excess in the semi-infinite body is
defined by (Xiong et al., 2015):

t

1 Y rR
= 8¢y (770’)3/2 732 (Eveal — Evirt) - 1o (_) dr o
0

2at

where E,. is the expression in Eq. (10):

r2+ R2+ 772 r2+ R*+ (h - z)?
Ers =eXp| ———— | = exp|— (12)
dat dat
Quantity E,;, according to Fig. 7, is defined as follows:
2+ R+ (h+ 2)?
Eyire = exp (— ) ) (13)
aTt

If the surface of a semi-infinite body is impervious to heat, then a virtual heat source is positive and Eq. (11)
should be modified to a form, where there is a sum instead of a difference: E,.q; + E\ -

A similar procedure for adjusting the form of the equation for a semi-infinite body applies to Eq. (9). For
a constant ground surface temperature for the semi-finite body Eq. (14), instead of Eq. (9), applies:

real 1 dvtrt )]
= erfc erfc do 14
87T2k f [ real ( CZ ) vzrt (2\/ ( )

where distances d,.q; and d,;+ according to Eq. (7) and Fig. 7 are equal to:

dreal = \/(R sino)? + (r — Rcoso)? + (h - 2)? (15a)

dyipe = \/(R sing)? + (r — Reos o) + (h + 2)? (15b)

The ground temperature profiles for different depths £ of installing the heat source, different process
durations and different conditions on the ground surface are depicted in Figs 8 a and b. Calculations
were carried out for a single ring and the following process parameter values: R = 0.5 m, r = 0 m,
a = 0.60x 1075 m?%/s, ¢, = 2.0x 10 J/(m>K), O = 100 W. For short process durations (1 day), changes in
the ground temperature were local and even for small 4 values (1 m) they did not include the surface of the
ground (Fig. 8a). Therefore, the conditions on the ground surface do not affect the temperature profiles.

0 0 "
a) t=1day b) t=15 days
T=const; h=1m T=const; h=1m
[} adiabat; h=1m 4 o, ) adiabat; h=1m
L] ° R .
1 °
S
=
N
2 —
T=const, h=2m T=const; h=2m
A adiabat; h=2m A adiabat; h=2m
3 | T T 8 | | |
0 5 10 15 20 0 5 10 15 20
S [K] 9 K]

Fig. 8. Ground temperature profiles for different process durations: a) t = 1 day; b) # = 15 days
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For longer process times (15 days), the ground surface conditions are important, especially for a shallow
depth of the heat source’s location (Fig. 8b). Near the ground surface (z = 0), temperature profiles at
a constant surface temperature differ significantly from the profiles corresponding to the surface impervious
to heat. For a constant temperature of the ground surface, the temperature excesses become zero: (¢#),-¢ = 0,
whereas when the ground surface is impervious to heat, the temperature gradient is zero: (d¥/dz),-o = 0
that is, the temperature profile lines become vertical.

5. EXPERIMENTAL VERIFICATION

The verification of the analytical relationships presented above was carried out by comparing the results of
calculations with the results of experimental tests presented by Larwa et al. (2019). The research concerned
one coil of a spiral exchanger placed in the ground at a depth of 0.5 m. A coil with a diameter of 1 m
was a polyethylene pipe with transverse dimensions of 32/26 mm. The exchanger was fed with water at
a temperature of 54.5 °C flowing with a flow rate of 0.104 m>/s. The duration of the experiment was 3
days. Temperature of the ground at various depths was measured. The water temperature at the outlet of
the exchanger was also monitored. A scheme of the experimental set-up is shown in Fig. 9.

ground surface

500

heat ex¢hanger
JARY JAAY
JZ A\
P 1000 .
temperature
sensors \

v
Z

Fig. 9. Scheme of the measuring system

Due to the temporal increase in the ground temperature, the water temperature at the outlet from the
heat exchanger increased, and the thermal power transferred to the ground decreased over time. Based on
the results of water temperature measurements, the relationship between the rate of heat transfer and the
duration of the process was approximated by (Larwa et al., 2019):

Q =410+ 221 - exp(=0.57 - 1072 - 1) (16)

For the conditions under which the tests were conducted, the calculated values of the ground temperature
in the ring axis (r = 0) at various depths were determined. The ground’s thermal properties were:
a = 0.841 x 107 m?/s, ¢, = 2.94 x 10° J/(m’K) (Larwa et al., 2019). Due to the temporal variability of
0, Eq. (11) was used in the calculations. The value of the integral was determined numerically using the
Simpson method.
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The determined temperature excesses were converted into the ground temperature according to Eq. (2).
The fact that if the relatively short duration of the process (in relation to the length of the heating season)
was considered, then the daily averaged ground surface temperature could be treated as unchanged in time,
and the temperature 7y — treated as the initial temperature 7;,;,. Experimentally determined initial ground
temperature profile has the form 7Tj,;; = 5.23z — 0.14.

A comparison of experimental and computational results for various process times is given in Fig. 10. The
graph shows the ground temperature profiles in the ring axis (r = 0). Calculations as well as experiments
show that the temperature on the ground surface was constant over time and amounted to 0 °C. In addition,
as expected, the ground temperature reached its maximum at the depth of the exchanger (z = 0.5 m). The
agreement between experimental and computational results is satisfactory.

0

Analytical; Eq.(11)
t=1000 min
t=2000 min
t=4000 min

*
*
Experimental

(Larwa et al., 2019)

7] [ ) t=1000 min
* t=2000 min
* t=4000 min
T | T 1771 I T 1T 1771 | LI l T 1771 | LI
0 5 10 15 20
T [°C]

25

Fig. 10. Comparison of experimental and analytical results according to Eq. (11)

6. CONCLUSIONS

* A comparison of ground temperature values determined based on analytical dependence (11) with
the values determined experimentally and presented in the work by Larwa et al. (2019) confirms the
validity of using analytical dependencies based on Green’s functions theory for modelling heat transfer
in spiral ground heat exchangers.

* The lack of symmetry of temperature profiles, relative to the plane on which the heat exchanger was
located (z = 0.5 m), results from the heterogeneous initial soil temperature profile and the impact of

the environment.

» Compliance of analytical results and experimental values for a single ring is the basis for modelling

multiple ring systems.

o
<

S X

90

SYMBOLS

volumetric heat capacity of the ground, J/(m>K)

distance of the P point from the heat source, m

distance between the heat source and the ground surface, m
thermal conductivity of the ground, W/(mK)
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rate of heat generation per unit of volume, W/m?>

qv

0 amount of heat, J

0 rate of heat transfer (power of heat source) per one ring, W
r distance from the axis of the ring source, m
R radius of ring, m

t time, S

T temperature, °C

X,y,z position coordinates, m

Z’ distance from the plane of the ring source, m
Greek symbols

a thermal diffusivity of the ground, m?/s

o rotation angle, rad

T integration variable

) temperature excess, K

Subscripts

init initial

real real heat source
virt virtual heat source
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APPENDIX A

Derivation of relationships for a continuous point source

The dependence on the temperature excess after time ¢ for a continuous point source is obtained by applying
in Eq. (3) the substitution Q = Q - dt and integration in the range from 0 to 7.

t

_ 0 d’
0—!Wexp(—m) dr (Al)

where 7 is the integration variable. A new variable has been introduced into Eq. (A1):

d
5—2\/% (A2)

The substitution implies that:

1 1
T=—.— and dr=—— - — (A3a,b)

da 2 20 3

Taking into account the above relationships in Eq. (A1), we obtain:
0 2 f )
= —— -{%)d A4
Tread V2 exp (~¢7) d¢ (A4)
Ve

Because ac, = k and

Slw

r d
;fexp (—{2) d¢ = erfc (2\/&) (AS)

SO

¥ = ——erfc

d
i (5 *
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APPENDIX B

Derivation of relationships for an instantaneous ring source

Equation (3) is also the basis for the dependence on the temperature excess for the instantaneous ring
source. Determine the average total value of the excess temperature in relation to the angle o within the

range of 0 to . And so
T
| oo li)
9== -exp|——|do (B1)
s n 8¢, (mat)’? P dat

Taking into consideration Eqgs. (B1) and (7) (B2) is obtained

T
1 2+ R2+ 77 -2rR
ﬁ:%—j‘exp(—r S Cosa-)d(r (B2)
8¢, (mat)’?n - dat
and after transformation
2, p2 ., 2 ~
(0] r-+R-+7 1 f rR
= - - — — d B3
8¢, (mat)’/? exp( 4at ) T P 2at Rl A )
0

The modified Bessel function of the first kind of order zero is defined as follows (Abramowitz and Stegun,
1972; Cui et al., 2011):

T

1
Ip(x) = = f exp(x - cos)dl (B4)
0
So 2 2 2
r '+ R*+7 rR
_ _ A I A (e BS
8¢, (mat)’/? exp ( 4at ) 0 (2a/t) (B3)
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