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Abstract This paper analyses the experimental findings within heat
transfer when heating up air, water and oil streams which are passed through
a duct with internal structural packing elements in the form of metal foams.
Three types of aluminum foams with different cell sizes, porosity specifica-
tions and thermal conductivities were used in the study. The test data
were collected and they made it possible to establish the effect of the foam
geometry, properties of fluids and flow hydrodynamic conditions on the con-
vective heat transfer process from the heating surface to the fluid flowing by
(wetting) that surface. The foam was found to be involved in heat transfer
to a limited extent only. Heat is predominantly transferred directly from
the duct wall to a fluid, and intensity of convective heat transfer is con-
trolled by the wall effects. The influence of foam structural parameters, like
cell size and/or porosity, becomes more clearly apparent under laminar flow
conditions.
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Nomenclature

c – specific heat, J/(kg K)
d – diameter, W/(m K)
dh – hydraulic diameter, W/(m K)
Fb – heat exchange surface, m2

Ġ – mass flux, kg/s
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i – enthalpy, J/kg
k – thermal conductivity, W/(m K)
t – temperature, oC
t̄ – artmethic mean value of temperature, oC
Re – Reynolds number,
w – velocity, m/s
Q̇ – heat flux, W
V̇ – volume rate, m3/s

Greek symbols

α – heat transfer coefficient, W/(m2 K)
δt – relative temperature increase, %
∆P/∆L – pressure drop on duct length, Pa/m
∆t – temperature difference, K
ε – foam porosity,
λ – friction factor,
η – viscosity, Pa s
ρ – density, m/s

Subscripts

a – air
A – water vapor
b – duct wall
B – dry air
c – cell
f – fluid
G – gas
k – duct
L – liquid
ol – oil
p – pore
s – foam skeleton
w – water

1 Introduction

One of the methods used to improve operational performance of the indus-
trial equipment is to employ various structural packing types to multiply
the surface which is available for heat/mass transfer. Specific cellular ma-
terials, like open-cell metal foams, are recently more and more often used
for the purpose of materials packing. The reference papers [1–3] report the
use of foamed structures among others in the design of compact heat ex-
changers, heat accumulators and regenerators as well as chemical catalytic
reactors. The foamed materials attract the increasing interest because of
their geometric structures which are favorable from the viewpoint of flow
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hydrodynamics. The spatial arrangement of the metal skeleton forms rela-
tively large and empty cells – polyhedral bodies which adhere to each other.
Those structures provide very high porosity to foamed materials, usually
over 90%. Additionally, the sizes and the number of ‘windows’ between
individual cells are sufficiently high to enable a relatively unobstructed flow
of fluids through the cellular space. That reduces the loss of pressure and
hence the energy required to pass the fluid through that structure.

In case of heat transfer processes, a respectively high thermal conduc-
tivity value for metallic foams (in relation to porosity) also needs to be
considered. Moreover, the skeleton structure is continuous which elimi-
nates additional thermal resistance which appears at the contact points of
individual structural elements of other in other packing types and/or sin-
tered metal beds.

The process application of open-cell metal foams is to a large extent only
at the stage of basic research and implementation at present, despite poten-
tially extensive possibilities of commercial utilization. Before metal foams
can be generally commercialized in the continuous flow process equipment,
it is necessary to learn more thoroughly the thermal and hydrodynamic phe-
nomena which are concomitant with the flow of fluids through the cellular
space. One can find many inaccurate or even conflicting statements in the
reports at present within the effects of metallic foams on heat transfer in
the continuous flow equipment. The authors who present their research pa-
pers in that area usually report that the convective heat transfer coefficient
clearly increases, by the factor of 2–4, in relation to the classical-type tubu-
lar and/or plate heat exchangers with no elements which would intensify
the heat transfer process. In the opinions presented by Boomsma et al. [4]
and Wang et al. [5], the intensity of heat transfer can be even over 10 times
better. According to the authors of [4], the heat exchange efficiency can be
by as much as 50% better than for plate heat exchangers, irrespective of
the increased demand for energy to pump the fluids. The heat exchangers
in the construction of which metallic foams have been used can also offer
a very favorable ratio of the thermal flux to the weight and volume of the
exchanger. As specified by Ozmat et al. [6], it is possible to reach the
heat flux density up to 5000 kW/m2 of the surface to be cooled down. On
the other hand, the effects of structural parameters of metal foams on heat
transfer are not so unanimous. The opinions presented in literature on the
importance of porosity are generally similar. Porosity of foams varies in
a relatively narrow span, and hence its changes do not affect considerably
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the flow turbulence level which could result in changes in the convective
heat transfer coefficient. At lowering porosity, the specific surface area of
a foam (its heat exchange area) increases and so does the heat flux which is
transferred by thermal conduction. In accordance with the data published
among the others by the authors of [7–9], the convective heat transfer co-
efficient increases for higher pore packing densities (number of pores per
unit area). When the porosity is kept constant, specific surface area of a
foam increases then. The research findings presented in [10–12], however,
are indicative of an opposite relation, i.e., heat transfer intensity increases
for lower pore packing densities. That fact may be accounted for by a more
free flow of fluids in large cells of foams. Then, the authors of [13] and
[14] present the opinion that a change in the pore packing density within
5–40 PPI (pore per inch) does not affect the heat transfer conditions at all.

Only one fluid (air or water) was used so far by most researchers who
studied heat transfer when a fluid is passed through a metal foam. That
makes it difficult to provide any generalization in the description of heat
transfer mechanisms. In consideration of the aspects as mentioned above,
we decided to run our own research program and to aim it at the heat
transfer mechanisms which become valid for fluids flowing through alu-
minum foams, with special attention paid to the effect of hydrodynamic
conditions and foam geometric structures on the convective heat transfer
process. These works were a continuation of the research carried out with
a flow by wire mesh packing [15] and high-alloy steel FeCrAlY [16].

2 Experimental

The tests involved three aluminum alloy foams (Fig. 1) – two of them were
made of the AlSi7Mg alloy and one of the Al 6101 alloy. Those materials
were selected for tests because they are generally used in thermal engi-
neering. All the foams had similar geometric cellular skeletons and similar
porosity specifications. However, they had different cell sizes and pore sizes.
In case of metal foams, the term of ‘pore’ stands for a ‘window’ through
which two adjacent cells are connected with each other (Fig. 1d). Moreover,
thermal conductivity of Al 6101 is better than that for AlSi7Mg. It was nec-
essary to provide similarity of some parameters of test foams to be able to
evaluate unanimously the effect of cell size on thermal and flow processes
which take place inside that cell. If the structural differences of test foams
were too high, it would be hard to provide appropriate interpretations for
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Figure 1: Pictures of foams used in tests: a) AlSi7Mg – 20 PPI , b) AlSi7Mg – 30 PPI,
c) Al 6101 – 40 PPI, d) cell and pore.

Table 1: Specifications for test foams.

Denotation (Alloy) Porosity
Thermal
conductivity

Diameter

ε, – ks, W/(m K) dc × 10−3, m dp × 10−3, m

20 PPI
(AlSi7Mg)

0.9336 150.4 3.452 1.094

30 PPI
(AlSi7Mg)

0.9435 189.4 2.255 0.712

40 PPI
(Al 6101)

0.9292 189.4 2.386 0.824

the findings. The selected foam parameters were presented in Tab. 1.
The pore packing density was taken as the classification parameter for

test foams. According to foam producers, that was equal to 20 and 30 PPI
in the case of AlSi7Mg and 40 PPI for Al 6101. The pore size and cell size
was each time found graphically from the analysis of the microscopic pic-
tures of foam skeletons. The pictures were taken with the use of a scanning
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electron microscope (15×). The average equivalent diameter was assumed
as the cell size dc. Its value was equal to the diameter of a circle with the
area equal to the cell sectional area. The pore equivalent diameter dp was
defined in the same way.

Due to the completely open cell structure of foam (no blind and closed
cells), the porosity of the foam is defined as the ratio of volume of cellular
space to the volume occupied by the foam sample. The volume of cellu-
lar space was determined by filling it with liquid. Air, water and machine
oil (Velol-9Q) were passed through test foams. From the viewpoint of the
subject matter of the research work, the most essential differences in the
properties of the fluids were those in their viscosity, density, specific heat and
thermal conductivity specifications. These properties, especially dynamic
viscosity, varied with temperature changes of fluids (ηol = 0.1334t0.906).
For the oil at 20 oC: dynamic viscosity, ηol = 0.0086 Pa s , density ρol =
859.4 kg/m3, specific heat col = 1848.8 J/(kgK), and thermal conductivity
kol = 0.128 W/(mK).

2.1 Test stand and research methods

The tests were conducted on a stand where a horizontal duct (Fig. 2a)
completely packed with aluminum test foams made its primary element
(a separate test duct was prepared for each individual foam type). The
duct with the total length of 2.61 m and internal diameter of 0.02 m had
three sections. The central duct section, with the length of 1.27 m, was
intended to take measurements: pressure drop, and temperature changes
for fluids and for the duct wall. The measurement section could be heated
up from outside, over the length of 1.18 m, with the use of a resistance
heater which was coiled on the duct. The metal foam was stuck to the
duct internal wall in its heated section with the use of a heat-conductive
epoxy-aluminum glue. The measurement section was thermally insulated
with mineral wool mats (thickness of 0.07 m).

Air was fed to the stand from a compressed air system. A multistage
impeller pump was used to supply water (demineralized water) and a gear
pump was used to supply oil. The flow rates of those fluids were controlled
with throttle valves, and they were measured with various types flowmeters.
A set of three turbine flowmeters was employed to measure the flow rate of
water with the accuracy of 1.5%. The flow rate of oil was measured with
the use of a gear flowmeter with the measuring accuracy of 1%. In case
of air, because of high pressure drops and changes in air density connected
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with them, two mass flowmeters were used. According to the calibration
certificates for those instruments, their maximum measuring error was be-
low 0.3%.

Figure 2: Scheme of test duct: a) Measurement section, tI , tII , TIII , TIV – temperature
at location I, II, III, IV, respectively, b) arrangement of thermocouples in the
duct cross-section, tf – temperature of fluid, tb – duct wall temperature.

The pressure drop was measured along the measurement section as the dif-
ferential pressure, at the points located 1 m away from each other. The mea-
surements were taken with a set of five piezoresistive differential pressure
instruments with the total measuring range of 0–150 kPa. A piezoresistive
instrument was also used to measure the positive pressure in the duct (in
relation to the surrounding). As declared by the producer, the measuring
error for those instrument was below 0.4%.

Temperatures of test fluids and duct wall were measured with type K
thermocouples, with the diameter of 1 mm. Temperatures of fluids were
measured immediately downstream of flowmeters as well as in various points
along the heated duct section. Temperatures of both the fluid and the duct
wall were measured in four places along the duct (locations I, II, III and
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IV in Fig. 2). The measuring points I and IV were located at the distance
of 160 mm from both ends of the heating section, respectively, owing to
which temperature measurements could be taken at a stabilized tempera-
ture profile. According to the information reported elsewhere, the tempera-
ture profile for the horizontal flow through metal foams becomes stabilized
at the distance which is equal to 3–4 times the duct transverse size (the
length of 160 mm is eight times higher than the actual duct diameter).
Figure 2b shows the locations of thermocouples over the duct cross-section.
Eight thermocouples were used in each of four measuring points. The mea-
suring tips of five thermocouples were located inside the duct, at different
distances from its central line (arranged in the vertical plane). The tips of
three thermocouples were located inside the duct wall, at 0.5 mm from the
tube internal surface. The wall temperatures, just alike fluid temperatures,
were measured in the lower, central and upper parts of the duct which made
it possible to give consideration to the effect of the vertical temperature pro-
file on the average temperature values.

The thermocouples were connected to eight-channel measurement units
equipped with the reference temperature stabilization/correction systems.
Those units together with a central computer made the data acquisition
system. Hence, it was possible to observe and record any current temper-
ature changes at all measuring points at the same time. The temperature
measuring system was calibrated beforehand. After calibration, tempera-
ture readings from all thermocouples fell within ±0.2 K in relation to the
standard temperature level. The tests were planned in such a way as to ob-
tain similar apparent fluid velocity values, wf , for a given fluid and all three
metal foams. The apparent velocity should be understood as the average
velocity at which a fluid passes through an empty duct (with no metal foam
in it)

wf = V̇f
4

πd2k
, (1)

where: V̇f – volume rate of fluid, dk – duct diameter.
The measurements were taken for the flow rates which were increasing

initially and then decreasing. The heating power was adjusted (by changing
the heater supply voltage) at the level which ensured at least a 10-degree
growth in the fluid temperature.
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3 Analysis of research findings

Since the thermal and hydrodynamic phenomena are directly connected
with each other, the flow pattern in the duct was first established before
analyzing the findings from thermal tests; the profile of changes in the
friction factor, λ, was utilized for that purpose. The values of the friction
factor were found from the Darcy-Weisbach equation and from the pressure
drop values ∆P/∆L on duct length as measured:

λf =

(

∆P

∆L

)

(wf

ε

)

−2 2dh
ρf

, (2)

where: ε – porosity, ρf – fluids density, dh – hydraulic diameter.
The changes in the friction factor values were analyzed versus the Reynolds

number, Ref , which represents the fluid flow conditions and which is defined
by

Ref =
wfdhρf
εηf

, (3)

where ηt is the fluid viscosity. An equivalent value was assumed for the
hydraulic diameter, dh; that was calculated from the porosity ε data and
pore diameters, dp, in the foam

dh =
εdp
1− ε

. (4)

That approach was found more advantageous (than using one geometric
parameter of the foam only) when giving due consideration to the foam
structure since porosity and pore diameter parameters are not related to
each other. Equation (4) is one of several proposed in the literature for
describing the hydraulic diameter in a flow through the metal foam. The
authors of the research in this field also use equations, which are taken into
account not only porosity, but diameter of the cell, the diameters of the
foam skeleton fiber or foam specific surface area.

As can be seen in Fig. 3, the friction factor decreases in the linear way
(double-log plot) for increasing Ref values within low Reynolds numbers
which is indicative for a laminar flow regime. The flow pattern is laminar
for both liquids and for air when Ref stays below approx. 150. As regards
oil, its flow pattern was laminar over nearly the whole range of Ref values
covered by our experiments. The flow loses its stability at the velocities
which correspond to the Reynolds number values above approx. 150. That
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Figure 3: Friction factor versus Reynolds number.

is confirmed by clear deflections of the friction factor values from a straight
line profile for Ref > 150. It is noticeable at the same time that the
slope of the curve for changes in the friction factor is much higher below
Re ≈ 1300 than for Ref > 1300. One may assume that the flow follows
the Forchheimer model within Ref ≈ 150–1300. According to the present
knowledge in the field of the flow through porous bodies, departures from the
laminar flow regime in the Forchheimer flow region are quite small. When
the fluid velocity is increased, the flow becomes more and more unstable
and it greatly shows the characteristics of the turbulent flow (Ref > 1300).
The inertial forces are prevailing over the forces of internal friction, and the
flow may be simply dealt with as a fully developed turbulent flow under
such conditions. The heat which heats up the duct is transferred to the
fluid directly from the duct wall and through the intermediary of the foam
skeleton which is fixed to the wall and which is ‘washed/wetted’ by the fluid.
Since it was impossible to measure the temperature of the skeleton surface,
the convective heat transfer was analyzed on the basis of the changes in
fluid temperatures and duct wall temperatures which were recorded along
the flow path, and on the basis of the heat balance for the heated part of
the duct.

The heat flux which is necessary to increase the fluid temperature from
the level at the entry to the duct (cross-section I in Fig. 2a) to the level at
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the outlet part (cross-section IV) can be calculated as

Q̇f = Ġf (if,IV − if,I) , (5)

where Ġf is the mass flux of fluid. The fluid enthalpy values in cross-
sections I (if,I) and IV (if,IV ) were determined for average fluid temper-
atures, which were calculated from the read-outs for all thermocouples lo-
cated in those two measuring points of the duct.

The enthalpy values for liquids iL were found from

iL = cLtL , L ≡ w, ol , (6)

where cL is the specific heat of liquid L, while subscript w means water and
ol means oil.

In case of enthalpy for air, ia, additional consideration was given to the
atmospheric water vapor content, Y , as measured upstream of the measure-
ment duct:

ia = cBta + (cAta + r)Y , (7)

where cA, cB are the specific heat of water vapor and of dry air, respectively.
The convective heat transfer coefficient αf from the duct wall to the fluid

can be established from the calculated heat flux and from the Newton’s
equation

αf =
Q̇f

Fb(tb − tf )
. (8)

The heat exchange surface, Fb, was assumed to be equal to the internal
surface area of the heated section of the measurement duct. Also, the arith-
metic mean values for all read-outs from thermocouples located in the duct
wall (12 pieces) and from those located inside the duct (20 pieces) were
taken as the wall temperature tb and fluid temperature tf , respectively.

Based on experimental points in Fig. 4 one may declare that the con-
vective heat transfer coefficient, αa, increases for increasing air velocities.
Moreover, the convective heat transfer coefficient, at the same air velocity
shows different values for different foams. That is probably conditioned by
structural differences in foams and by their thermal conductivities. The
highest values for the convective heat transfer coefficient were obtained for
the 20 PPI foam while the poorest performance was noted for the 30 PPI
foam. Having the specific surface areas for foams in mind, which add to the
duct internal surface area as ‘components’ of the heat exchange areas, the
coefficient αa should, in theory, reach higher values for the duct with 30 PPI
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packing since that foam offers a higher specific surface area than that of-
fered by the 20 PPI foam. As the situation observed in experiments was
opposite, it suggested that heat was exchanged to a high degree between
the duct wall and a fluid stream while the role of foam in heat transfer was
limited.

The convective heat transfer coefficient for the 40 PPI foam takes on the
intermediate values – between those for the flows through the 20 and 30 PPI
foams. The 40 PPI foam is structurally similar to 30 PPI (similar sizes of
cells and pores), yet it offers a clearly superior thermal conductivity of its
skeleton ks which equals to 189 W/(mK) against ks = 150.4 W/(mK) for
20 PPI and 30 PPI. Having in mind the fact that some part of heat is first
transferred through conduction from the duct wall to the foamed structure
and only then it can be passed to the fluid stream, different thermal conduc-
tivity coefficients for foam skeletons are undoubtedly responsible for higher
convective heat transfer coefficients available for flows through the 40 PPI
foam as referred to the 30 PPI foam with similar geometry. The research
finding within heat conduction in the foam-fluid system were described in
more detail in [17].

The situations observed when heating up water and oil were similar to
that for air-based tests. The convective heat transfer coefficient value was
noted to increase at growing velocities for both those liquids (Figs. 5 and
6). Alike for air heating, the highest values of the convective heat trans-
fer coefficients were available for water and oil flowing through the 20 PPI
foam, while the lowest values were obtained for 30 PPI.

The research results also show different profiles of changes in convec-
tive heat-transfer coefficient values versus flow velocity for individual fluids.
A nearly linear relation of that coefficient versus velocity for air resulted
from the fact that the tests for air were conducted at relatively high gas
velocities, within the intermediate and turbulent flow region. Liquids were
heated up under laminar and intermediate flow conditions.

Some information on the effects of flow conditions and geometrical struc-
tures of foams on convective heat transfer is provided by the analysis of tem-
perature differences between the duct wall and the fluid, (∆tb−f ), hence of
the heat exchange driving force, for the flows through individual foams

∆tb−f = tb − tf , (9)

where wall temperature tb and fluid temperature tf were adopted as in
Eq. (8).
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Figure 4: Convective heat transfer coefficient versus air velocity.

Figure 5: Convective heat transfer coefficient versus water velocity.

Considering the results obtained for water flowing through different
packings at the same heating conditions, i.e., at the same heating power
and the same flow velocities, the temperature difference ∆tb−f was found
to take on the same values in practice in all three ducts when the water
velocity was higher than about 0.12 m/s (Fig. 7). The flow becomes turbu-
lent at velocities over 0.12 m/s. Hence, one can assume that the geometric
parameters and foam thermal conductivity have a low effect only on the
heat exchange rate under the turbulent flow conditions. The effects of foam
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Figure 6: Convective heat transfer coefficient versus oil velocity.

parameters become apparent, however, at lower fluid velocities, under lam-
inar flow conditions and for the Forchheimer flow pattern. As regards the
laminar flow regime, heat is less intensively taken away by the fluid from the
wall due to fluid stratification. Then, a foam improves the heat exchange
performance since it takes heat from the wall through thermal conduction.
Within the foams tested, the 20 PPI foam offers the highest gauge liga-
ments. Hence, thermal resistance for heat transfer from the duct wall to
the foam was lowest in that case and the duct wall temperature was lowest
for the duct packed with the 20 PPI foam. It is a good thing to mention
that heat is exchanged at relatively low temperature differences between
the wall and the fluid when the fluid is passed through ducts packed with
metal foams. The results of our research (conducted at the earlier stage
of our research program [16]) intended to compare convective heat transfer
performance for an empty duct and that packed with the alloy steel foam
(FeCrAlY) showed clearly that the use of a metal foam lowered the wall
temperature so much that heat was exchanged in the packed duct at the
value of ∆tb−f which was 3–5 times lower than that for the empty duct
(Fig. 8). At the same time, nearly the same heating effect can be obtained
for both ducts as expressed by the relative increase in the fluid temperature
∆tb−f .
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Figure 7: Temperature difference ∆tb−f for heating up water flowing through aluminum
foams.

Figure 8: Duct wall temperatures and fluid temperatures for water flowing through an
empty duct and through that packed with alloy steel foam (FeCrAlY).

The relative temperature increase was defined as the ratio of the fluid
temperature increase over the flow path to the fluid inlet temperature, ex-
pressed in per cent

δtf = 100
tf,IV − tf,I

tf,I
. (10)
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Defined in this way, that parameter has the physical sense if tf,IV ≥ tf,I
and tf,I . The fact that in both ducts – empty and packed – similar heating
effects were obtained for water at the same heating power (Fig. 9) is the
evidence of high values of the convective heat transfer coefficient for flows
through metal foams (as frequently reported in papers [4,5,9]) not reflecting
the actual heat transfer intensity. Such high values only result from the
use of Eq. (8) – that calculation method for the convective heat transfer
coefficient is usually employed. The heat exchange area which appears in
the denominator of that equation is definitely underestimated since the
surface area of the foam skeleton is disregarded.

Figure 9: Water temperature increase for water flowing through an empty duct and
through that packed with alloy steel foam (FeCrAlY) [16].

4 Summary

The experimental findings within heat transfer from a hot duct wall to
a fluid which is passed through aluminum foams as packing in the duct
show that the fluid removes heat predominantly from the duct wall. Heat
is also transferred to the fluid through the foam skeleton but to a much
lower degree. The heat exchange performance is controlled mainly by the
hydrodynamic flow conditions. The wall effects are of critical importance
under the turbulent flow conditions in particular. The effect of the foam
structural parameters, like cell size and porosity, becomes more apparent for
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the laminar and intermediate flow conditions. The convective heat transfer
coefficient values for all test fluids vary according to the foam type. Those
differences, however, are not higher than about 20%.

The profile for the changes in that coefficient is dependent on the flow
pattern. For turbulent flow, the convective heat transfer coefficient is more
or less proportional to the fluid velocity.

When heat is transferred from the duct wall to the foam through con-
duction, the wall temperature decreases (in relation to the unpacked duct)
which may be of importance from the design viewpoint for the high-tempera-
ture process equipment.

Hydrodynamic similarity was shown for the flows through foams with
different geometric structures. The fluid flow pattern for the foams may be
described with the use of the suitably modified Reynolds number, Eq. (3).
That number was defined on the basis of the hydraulic diameter which takes
the pore size and foam porosity into consideration. The laminar flow was
found to appear for Ref values below about 150, while for Ref > 1300 the
flow may be assumed to be turbulent.
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